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Abstrak— Pertumbuhan beban listrik di wilayah Rayon Adonara 

mengalami peningkatan cukup pesat.  Oleh sebab itu perlu adanya 

pengaturan beban yang efektif untuk meningkatkan mutu daya. Salah 

satunya melakukan pemerataan beban  di setiap fasa agar beban 

seimbang. Ketidakseimbangan dalam sistem distribusi listrik kerap 

terjadi. Pembagian beban saluran distribusi  sekunder  wilayah Rayon 

Adonaa sering tidak  memperhatikan  proses pembagian  beban  di 

antara  ketiga  fasa.  Sebelum sampai pada pemerataan beban di gardu 

distribusi listrik wilayah Rayon Adonara, peneliti melakukan analisis 

terkait data yang telah dikumpulkan.. Berdasakan data yang 

dikumpulkan tersebut diketahui bahwa di wilayah Rayon Adonara 

mengalami ketidakseimbangan beban. Hal tersebut menimbulkan rugi-

rugi daya yang cukup besar yang yang pada akhirnya menurunkan mutu 

kualitas daya. Kemudian setelah melakukan proses analisi data dan 

melakukan simulasi penyeimbangan beban menggunakan software 

ETAP power station, maka didapatkan hasil penurunan rugi-rugi daya 

yangsignifikan baik dari segi 𝑷𝒍𝒐𝒔𝒔𝒆𝒔 maupun 𝑸𝒍𝒐𝒔𝒔𝒆𝒔. 

 

Kata Kunci— Ketidakseimbangan Beban, Sistem Distribusi, ETAP 

Power Station 
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Abstract— The growth of electric load in the Rayon Adonara region 

has increased considerably. Therefore, there needs to be an effective 

load arrangement to improve the power quality. One of them performs a 

load equalization at Each phase for a balanced load. An imbalance in 

the electrical distribution system often occurs.Part of the burden of 

distribution channel Sekunder wilayah Rayon adonara often does not 

pay attentionto the burden of the weightsharing process between the 

three phases. Before it came to the distribution of the load in the 

electrical distributions of the Rayon Adonara region, researchers 

conducted analysis related to the collected data. Based on the data 

collected, it is known that in the Rayon Adonara region experienced a 

load imbalance. This creates considerable power losses that ultimately 

degrade the quality of the power. Then, after conducting the process of 

data analysis and simulating load balancing USING ETAP power 

station software, the results of the loss of power losses are significantly 

good in terms of 

 

Keywords— Load unbalance, Distribution Systems, ETAP Power 

Station 
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